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FC 1020
procGlobTransfCfgParReq

FC 220
transfCommands_inputMod

A

A

FC 120
transferCfgPar_inputMod

FC 224
transfCommands_outputMod

A

A

FC 124
transferCfgPar_outputMod

FC 230
transfCommands_ profibMod

A

A

FC 130
transferCfgPar_profibMod

FC 202
transfCommands_ Input

A

A

FC 102
transferCfgPar_Input

FC 204
transfCommands_Relay

A

A

FC 104
transferCfgPar_Relay

FC 210
transfCommands_Temp

A

A

FC 110
transferCfgPar_Temp

FC 211
transfCommands_Humid

A

A

FC 111
transferCfgPar_Humid

FC 201
transfCommands_AnallkGr

A

A

FC 101
transferCfgPar_AnallkGr

FC 208
transfCommands_Digllk

A

A

FC 108
transferCfgPar_Digllk

FC 240
transfCommands_PLC

A

FC 108
transferCfgPar_Digllk
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FC 1007
procGlobalKillRequest

A

A

FC 1012
computeGlobalStatusFlags

FC 1008
procGlobalResetRequest

A

A

FC 1013
computeGlobalErrorFlags

FC 1006
procGlobalAcknRequest

A

A

FC 301
processAnallkGroups

FC 402
readDigitallnputs

A

A

FC 308
processDiglnterlock

FC 410
readTemperatureSensors

A

A

FC 1207
processGloballnterlock

FC 411
readHumiditySensors

A

FC 304
setRelays

FC 420
readlnputModuleStatus

A

A

FC 424
readOutputModuleStatus

FC 404
readRelayStatus

A

FC 430
readProfibModuleStatus

A

FC 440
readPLC_Status

e




